
TEXAS COMMISSION ON JAIL STANDARDS

JAIL INSPECTION REPORT

Date:

Item Section Paragraph

1 263 .55

2 271 .1(b)(2)

3 273 .5(b)

4 281 .1

Comments

Inspections, Maintenance, Testing. All life safety equipment shall be inspected, maintained,

and tested by persons qualified to do so (whether under vendor contract, by state or private

agency or otherwise) in order that such equipment shall be safe, secure, and fully operative at

all times.

September 11, 2017Facility Name: Limestone County Detention Center-Limestone (P)

Frequency Of Meals. Food shall be served 3 times in any 24 hour period. No more than

14 hours shall pass between meals without supplemental food being served.

During the review of the activity logs, this inspector identified that the facility exceeded 

14 hours between meals. On several occasions, namely Sept. 8th, Sept. 9, and Sept. 10, 

the facility was found to exceed 14 hours between meals between the dinner meal and 

the breakfast meal served the next day.

Fred St. Amant, TCJS Inspector

Screening Instrument. An approved mental disabilities/suicide prevention screening

instrument shall be completed immediately on all inmates admitted.

During the special inspection, this inspector observed that the inmates from McLennan

(P) (Jack Harwell Detention Center) and Johnson (P) were not classified by the

Limestone Detention staff prior to being housed. The staff from the LCDC were utilizing

the classification forms from McLennan (P) and Johnson (P). 

During the review of the inmate paperwork, this inspector observed that the approved

screening instrument was not completed on the inmates from McLennan (P) and

Johnson (P) when admitted to the Limestone Detention Center. The administration

stated they were not aware that the screening needed to be completed again. It was the

understanding of the administration that the previous completed screening at Johnson

(P) and McLennan (P) were sufficient.

During the walk-through, this inspector observed that the fire panel was showing

trouble and was unable to reset to normal mode. The panel is showing the sprinkler

tamper switch is at fault. The vendor has ordered the part and is due to repair the panel

on 9/15/17.

Initial Custody Assessment. To be completed on all newly admitted inmates prior to housing

assignments to determine custody levels.


