TE., 5 COMMISSION ON JAIL STAND. .DS
JAIL INSPECTION REPORT

Facility Name: Willacy Co. Jalil Date: June 1, 2021
Item Section Paragraph  Comments
1 279 o3 Preventive maintenance, to include necessary repairs, shall be conducted to ensure a safe,

secure, and sanitary facility.

Upon conducting the requested re-inspection, it was observed there were still concerns
with preventative maintenance and sanitation that need to be addressed. These areas
include issues the water in inmate holding cells, the water pressure in inmate housing,
two shower panels that need to be affixed to the wall and a water mixing valve that was
placed inside the shower for inmates to control.
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